APPENDIX 5

City of Mequon Lift Station Sewer Collection Areas

a u r PPI/I Investigation Report
City of Mequon

all in October 11, 2019
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ABBREVIATIONS

AF  Average Flow
PF  Peak Flow

gpd gallons per day

LIFT STATION T
AF: 31,438 gpd
PF: 3.35

LIFT STATION G
AF: 153,994 gpd LIF:I' STATION F
PF: 5.70 AF: 114,221 gpd

PF: 7.61
LIFT STATION D

AF: 111,671 gpd
PF: 4.23

LIFT STATION B
AF: 73,703 gpd
PF: 6.86

LIFT STATION U
AF: 101,802 gpd
PF: 3.47

a

/ X
L
‘ ( <
\! e
{
| \
) \N
1TSS
“\
L 7

STATIVN

LIFT swﬁnb&w

LIFT STATION R A 54 998 ;25%( Emon
AF: 55,351 gpm :4.02 | | AF: 40 —
_ p, Bl 2y
PF: 5.26 \ : 6. =
LIFT|STATION
AF: 91, |ILIFT STATION i III=I§I=
PF: 7 - (AR:5119gp —

LIFT \
LIFT STATION O L'K;_%L‘:E'?N % g
| AF: 52,679 gpm + 09,671 gp IFT S ONF T STATION
L,J_UL\LI » . . 7 gp

PF: 9.31

kapur

7711NPr1W shington Road
Milwaukee, Wisconsin 53217

kapurinc.com

PROJECT:

PPII STUDY REPORT

CITY OF MEQUON

EEEEEEEE

REVISIONS:

// 1IN

//

all in

LIFT STATION
COLLECTION
AREAS

SHEET NUMBER:



AutoCAD SHX Text
FILENAME: S:\Ozak_Co\Mequon\Gov\190331 - PPII\Study Documents\Mequon CAD\Mequon Service Area.dwg

AutoCAD SHX Text
all in


	Executive Summary:
	History of Clear Water Compliance Inspections:
	Lift Station Collection Area Data Analysis:
	Metering Stations:
	Prioritization List
	Sewer Lateral Rehabilitation:
	Recommendations:
	Flow Pump Station Schematic.pdf
	Slide Number 1




